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SYMBOLS 
u.S. Customary Units are used throughout this report because of thelr approprl-
ateness for the subject matter presented. They can be readily converted to SI units 
by recalling the following equivalents: 1 ft = 0.3048 m; 1 ft2 = 0.0929 m2 j 
1 lb/ft2 = 47.88 N/m2 j 1 hp = 746 W; 1 Btu = 1055 Jj 1 knot = 0.514 m/secj and 
1°F = 915°C + 32. 
a 
A 
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m 
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S 
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T 
least squares parameter, t T' 
o 0 
area 
least squares parameter, -T~ 
coefficient of heat capacity of air at constant pressure 
average coefficient of heat capacity of wind-tunnel structure 
1 2 total head = p + 2 pV 
heat energy added to tunnel airstream by models and engines in test section 
average coefficient of heat conductlvity of tunnel surface 
drag coefficients of tunnel components referred to test section conditions 
air-exchange rate, equal to mass of air exchanged per unit time divided by 
mass flowlng through test sectlon per unit time 
number of pOints ln data set 
static pressure 
power applied to drlve fans 
power applied to drive fans when no air exchange 
1 2 dynamic pressure = 2 pV 
correlatlon coefficient, see equation (8) 
effective area of tunnel surface for heat transfer 
time 
temperature 
v 
V velocity 
Wa weIght of air contained by wind-tunnel circuit 
Wex weight flow rate of air being exchanged 
Ws effectIve weIght of tunnel structure that absorbs heat 
o effective thickness of tunnel surface for heat transfer 
6Tm Tm - To = asymptotIc or maximum temperature rise of tunnel for a gIven heat-
Input rate and aIr-exchange rate 
p air density 
SubscrIpts: 
atm atmospheric 
bs bIrd screen 
c coollng cycle 
exh exhaust 
i InItial value 
max maxImum 
n north leg of tunnel 
opt optimum 
s south leg of tunnel 
ts test ,sectIon 
w west leg of tunnel 
vi 
SUMMARY 
A 1/50-scale model of the 40- by SO-Foot Wind Tunnel at Ames Research Center 
was used to study varIOUS air-exchange configurations. System components were 
tested throughout a range of parameters, and approximate analytical relationshIps 
were derived to explain the observed characteristics. It was found that the effI-
ciency of the air exchanger could be increased (1) by adding a shaped wall to 
smoothly turn the incoming air downstream, (2) by changing to a contoured door at 
the inlet to control the flow rate, and (3) by increasing the size of the exhaust 
opening. The static pressures inside the circuit then remain within the design 
limits at the higher tunnel speeds if the air-exchange rate is about 5% or more. 
Since the model is much smaller than the full-scale facility, it was not possIble to 
completely duplicate the tunnel, and it will be necessary to measure such character-
istics as flow rate and tunnel pressures during implementation of the remodeled 
facility. The aerodynamIC loads estimated for the inlet door and for nearby walls 
are also presented. 
INTRODUCTION 
The drive system in closed-CIrcuit wind tunnels not only must accelerate tunnel 
aIr up to operating velOCIties, but must also maintain steady-state operating condi-
tIons for extended periods of time. In installations that do not provide for an 
exchange of air between the wind tunnel and the atmosphere, the power applied to the 
drIve system is eventually converted to heat which is absorbed by the tunnel air, 
walls, and structure. As the temperature of the walls and structure rises, more and 
more heat is transferred by conduction through the walls to the atmosphere. If 
provisions are not made to augment the removal of heat energy, the temperature of 
the tunnel airstream and structure may rIse to an equilibrium temperature WhICh is 
excessive. 
The heat buildup can be limited, however, through the use of a special heat-
exchanger system so that the tunnel can operate for a longer or even an indefinite 
period at an acceptable temperature. A variety of schemes have been proposed and 
some implemented for subsonic WInd tunnels (e.g., ref. 1). The methods include heat 
conduction through the walls only, heat transfer through a radiator-type cooler 
(with or without water cooling), and the exchange of hot air inside the tunnel for 
cooler outside air. Implementation of these techniques can be carried out by a wide 
variety of structural arrangements. The method chosen depends on the energy level 
of the test sect1on, the desired duration of test time, the size of the facility, 
the energy input of the models, and other such factors. 
The two wind tunnels that comprise the National Full-Scale Aerodynamics Complex 
(NFAC) at Ames Research Center--the 40- by 80-Foot and 80- by 120-Foot tunnels 
(figs. 1 and 2)--exchange air to control tunnel temperatures. The 80 x 120 tunnel 
1S an open-circu1t, or flow-through, tunnel in which none of the test-sect1on a1r-
stream is recirculated. It therefore does not have a cooling problem because any 
heat energy imparted to the airstream is discarded with the exhaust. Special con-
slderation must however be given to the design of the inlet and exhaust open1ngs to 
avoid excessive losses and to cond1tion the airstream for the flow quality deS1red 
in the test section (see refs. 2-13). (Also, Schmidt, G. I.; Van Aken, J. MI.; and 
Parr1sh, C. L.: Test Facility and Experimental Techniques Developed for 1/50 Scale 
Studies of the Ames 40- by 80- /80- by 120-Foot W1nd Tunnel Complex. NASA TM 1n 
preparation.) 
The 40 x 80 tunnel part of the NFAC 1S a closed-circu1t fac1l1ty Wh1Ch 1S 
cooled by an air-exchange system. That is, although most of the air is reC1rcu-
lated, a certa1n fract10n is removed at one location in the circuit and an equal 
fract10n 1S then replaced w1th fresh air from the atmosphere at another location 1n 
the c1rcuit. The most recent design of the air exchanger for the 40 x 80 tunnel 
consisted of two louvered a1r inlet w1ndows in the low-pressure (i.e., belowatmo-
spher1c pressure), or north, leg of the return circuit, and three screened w1ndows 
for a1r exhaust openings in the high-pressure (i.e., above atmospheric pressure), or 
south, leg of the fac1l1ty (figs. 1, 2). Although any flow-field disrupt10ns caused 
by the exhaust openings were not apparent, the 1nlet configuration was found to 
cause unacceptable distort1on of the airstream enter1ng the fan drive system. The 
d1ff1culty became apparent when tests were begun 1n 1982 Wh1Ch would lead to the 
implementation of the facility. As the tunnel airspeed was increased, the two 
1nboard, or courtyard, fans approached a stalled cond1tion prematurely. Flow ViS-
ual1zation (smoke) subsequently identified the source of the problem as the low-
energy cooling air which enters through the courtyard inlet (f1g. 3). It appears 
that the inlet windows direct the cooling a1r across rather than along the tunnel 
airstream. As a consequence, the two incom1ng airflows form plumes as they enter 
the w1nd tunnel. The plumes have llttle or no component of veloc1ty along the 
c1rcuit and thus form stagnant regions downstream of each of the 1nlets. ThiS low-
energy air does mix slowly w1th the main part of the a1rstream. The a1r-exchange 
1nlet on the north wall is sufficiently far upstream of the corner and fans to 
achieve complete mix1ng of the low-energy cooling air that comes in through the 
1nlet on the north wall. Thus, the flow into drive fans Nos. 3 and 6 is not ser1-
ously affected by the a1r-exchange system. The courtyard 1nlet, however, 1S so 
close to the corner (courtyard end of vane set No.2) and to fans Nos. 1 and 4 that 
a low-speed layer of flow persists (fig. 3) right up to the fan face. As a conse-
quence, about one half of the faces of fans Nos. 1 and 4 must cope with low-energy 
cool1ng a1r introduced through the courtyard 1nlet. 
The foregoing observations led to the conclusion that 1mproved air-exchange 
inlets should be considered. Th1S paper describes the results of the study 
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subsequently undertaken to gather the aerodynamic information needed to design a 
satisfactory air-exchange system and to evaluate its operational characteristics. 
Considerations that influence the design are described, and theoretical estimates 
are made of several performance parameters. The experimental program was carr1ed 
out with a 1/50-scale model of the NFAC (fig. 4) configured in the 40 x 80 tunnel 
mode of operation (Schmidt, Van Aken, and Parrish, in preparation). Whenever pos-
slble, the data generated w1th the small-scale model are compared with those from 
the full-scale facility. This procedure has led to (1) general design gU1del1nes 
for an air-exchange system for closed-circuit wind tunnels in general; and 
(2) specif1c recommendations for the 40 x 80 tunnel at Ames. 
GENERAL CONSIDERATIONS 
Before proceeding w1th the study of the individual aspects of the air 
exchanger, the overall character1st1cs are discussed to establish a common bas1s for 
the entire system as 1t 1S 1ntegrated 1nto the 40 x 80 tunnel. It should be noted 
that the type of air exchanger to be used 1S a pass1ve system wherein neither the 
inlet nor the exhaust 1S dr1ven (i.e., neither pressur1zed nor pumped). A flow rate 
at both open1ngs is then established by the sizes of the open1ngs and by the pres-
sure difference between the inside of the tunnel and the outs1de (which is, of 
course, atmospher1c pressure). The pressure difference across an open1ng depends on 
1tS location in the circuit and on the amount of air being exchanged. For example, 
the pressure difference is greatest (i.e., farthest below atmospheric) in the cir-
cuit where the veloc1ty is the greatest, which is in the test section. The pressure 
1S highest (and can exceed atmospheric pressure slightly) where the cross section of 
the tunnel 1S largest and the velocity lowest, Wh1Ch occurs 1n the south leg of the 
fac1l1ty (f1gS. 1, 2). 
Depending on how the inlet and exhaust openings are contoured, the local total 
pressure H, rather than the local stat1c pressure p, may govern the flow rate 
through an orif1ce. The total pressure var1es around the ent1re circu1t because of 
fr1ction on the walls, because of losses across the various vane sets, and also 
because the fan dr1ve raises the total pressure. Hence, the lowest total head in 
the circuit is just upstream of the fan drive and the h1ghest is just downstream. 
Since 1t is desirable that the incoming a1r have a total head equal to if not 
greater than the local value, the best location for the inlet would be just upstream 
of the dr1ve fans. Unfortunately, vane sets Nos. 3 and 5 would 1nterfere w1th any 
1nlet openings nearby to an extent that any such location is impractical. The next 
most desirable location 1S just upstream of vane set No. 2 in the north leg of the 
circu1t, which is where the old louvered inlets were placed. Measurements made 
during the 1982 tests indicate that the total pressure head H at that stat10n in 
the center of the tunnel is about equal to or slightly less than atmospheric. 
Hence, 1f outside air is brought 1nto the tunnel effic1ently, the cooling air and 
the tunnel airstream should have nearly equal total heads. Since the static pres-
sures will also be the same, the veloc1ty of the incoming a1r should be about equal 
to the centerline value. Injection of cooling air could then be made to benefit the 
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velocity distribution in the north leg and into the fans by boosting the wall veloc-
ItIes to a value more nearly equal to the centerline value. 
If the velocity distribution downstream of the inlet and of vane set No. 2 were 
also orderly, the cool air would remain distinct from the hot inside aIr and take on 
heat only as it cycles around the circuit until it finally spirals outward and 
leaves through the exhaust opening. It was found, however, from the 1/50-scale 
model that considerable mixing occurs downstream of the drive sectIon because of the 
resIdual swirl from the six fans. The magnitude of the original temperature dIffer-
ence is then reduced by redistribution and mixing of the cool aIr with the hot 
air. The air leaving through the exhaust openings is then a mixture which has a 
temperature near the average for the tunnel. Location of the inlet and exhaust 
ports need then not be based specifIcally on the path of the cooling aIr but can be 
based on other factors such as structural convenience and efficiency. ThIS permIts 
the Inlet location to be chosen where it WIll improve the circuit velocity profIle 
the most. A downstream-facIng scoop on either the courtyard or the north wall or on 
both of the north leg of the circuIt was chosen for study. Such an inlet geometry 
(fIg. 1), directs the In-drafted atmospheric air as an organIzed layer flowIng in 
the direction of the primary flow of the wInd tunnel (i.e., a wall Jet) so that the 
energy level of the flow closest to the wall is effectIvely increased by the aIr 
Intake system, thereby reducIng the llklihood of fan stall. Since ceIlIng and floor 
locations are structurally Impractical, they were not tested. 
The exhaust openings are located at the west end of the south wall of the 
facIlity (fig. 2). The low magnitude of the velocity in the south leg suggests that 
a scoop-type removal contour would complicate the confIguration substantIally wIth-
out much benefit over the use of simple door openings in vane set No.7. It remaIns 
to be seen whether the lack of streamlined surfaces on the exhaust causes Intoler-
able disturbances or not. Interference between vane set No.6, the corner, and the 
exhaust openIng (fig. 5), will also need to be studied. 
Naturally, the SIze of the inlet and exhaust openings governs both the overall 
pressure level in the tunnel circuIt and the air-exchange rate. The present inves-
tigatIon determIned these relationshIps. It is necessary, however, to specIfy the 
requirements of the facility that are directly related to the aIr-exchange rate 
needed to maIntain tolerable operatIng conditIons. Since the tunnel heats as power 
IS applied, the tIme available for test purposes without air exchange IS limIted by 
the heat capacity of (and conduction through) the structure, by the heat capacIty of 
the air in the circuit, and by the maXImum allowable temperature. Based on materIal 
properties of WIre InsulatIon, plastICS, etc. used to assemble models, the maXImum 
allowable temperature was set at 130°F. An estImate of the test tIme available on 
thIS baSIS WIth and WIthout aIr exchange WIll be made in the next sectIon of thIS 
paper. Adequacy of test tIme availabIlity IS then determined by comparison WIth the 
tIme needed to accomplIsh certain test or data objectives WIth a model In the test 
section. The time needed depends, of course, on the complexity of the model, on the 
changes made during a data run, and on the data reduction to be carrIed out on lIne 
before proceeding to the next data point. Typical test scenarios are presented In 
table 1 for two different types of models. These conSIderatIons suggest that 30 mIn 
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or more should be available on a continuous basis if research or developmental tests 
are to be conducted 1n a reasonably expeditious manner. The shutdown of a model and 
the reduction of power to cool down the tunnel from its maximum temperature are so 
d1srupt1ve and time consuming that certain min1mum values of air-exchange rates need 
to be established to ma1ntain the tunnel temperature below the 130°F lim1t so that a 
reasonable level of usefulness of the tunnel can be achieved. The energy-balance 
analys1s presented 1n the next sect10n develops equations with emp1r1cal constants 
to provide estimates of running times, temperature changes, and how they are 
affected by such items as air-exchange rate and powered models. 
ANALYSIS OF RELATIONSHIP BETWEEN TUNNEL TEMPERATURE, AIR-EXCHANGE RATE, AND TIME 
Problem Definition 
The objective of the analys1s presented here is to find equat10ns with emp1ri-
cal constants that relate the a1r temperature 1n the tunnel to the a1r-exchange rate 
and the heat introduced by the drive fan motors and any heat added to the airstream 
by eng1nes or by other heat sources in a model. (The present analys1s 1S slmilar to 
an unpublished analysis carried out in 1974 by Kenneth W. Mort, Ames Research 
Center. As w1II be noted in the text to follow, the derived constants d1ffer only 
Sllghtly.) The heat balance can be represented by the follow1ng: heat in 1S equal 
to heat stored plus heat dlscarded. Or, power appl1ed plus heat from powered models 
equals heat stored in the a1r plus heat stored in the structure plus heat trans-
ferred through walls plus heat discarded through alr exchange. That IS, 
dT (S .) P + H = (C W + C W ) dt + -cS k + C W (T - T ) epa sspex 0 ( 1 ) 
The left slde of equation (1) represents the heat input into the system per un1t 
t1me and the r1ght slde expresses how that heat 1nput is absorbed or dlscarded. 
Slnce the walls and supporting structure are made of a variety of materlals of 
d1fferent thicknesses, it is difficult to arr1ve at an average or equivalent value 
for the parameters Cs ' WS' S, cS, and k. The mass or volume of air conta1ned by the 
tunnel IS, however, of un1form conslstency and so 1S easier to estlmate. Based on 
the dimensions of the fac1lity, the a1r mass Wa 1S estimated to be about 900 tons. 
Before proceed1ng with a solution to this differential equation, two 11miting 
situations are considered. At the beginn1ng of a run, the time is to and the 
temperatures of the air In the c1rcu1t and of the structure are about the same as 
the outslde ambient temperature, To (solar heating, etc., are ignored). The initial 
rate of temperature rise 1S then given by equation (1) as (since T = To) 
dTI 
dt t=o 
(2) 
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where (P + He) represents the heat input per unit time, WaC represents the heat 
capaclty per degree of the air inside the facility, and ws8s represents the heat 
capaclty per degree of the structure. Similarly, as the time becomes long, the 
temperatures of the air in the tunnel and of the structure approach an equlllbrlum 
or maxlmum value asymptotically where T = Tmax so that the increment above amblent 
is glven by (i.e., for dT/dt = 0) 
P + H 
e 6T = ---......;;...-
m Sk/6 + C W p ex 
(3) 
Equatlons (2) and (3) provide conditions at two pOints on the temperature-tlme 
heatlng curve at which the unknowns are more readily identlfled and permlt the 
Solutlon to the differentlal equation to be written as 
-6T 
( t t) = m ~n 
- 0 (dTldt)10 (4) 
It 1S assumed, of course, that the energy input from the fan drive and the alr-
exchange rate are held constant and that the start-up process and arrival at steady-
state conditions is done quickly enough so as not to influence the long-term tran-
slent. When this lS not the case, steady-state power is applied at an lnltial 
tlme tl and at a temperature Tl that is not equal to ambient; as a result, the 
Solutlon becomes 
(5) 
The lnltlal tlme ti lS then the beginning time at WhlCh the power, heat lnput, and 
alr exchange reach constant or steady-state values, and Tl lS the temperature of 
the air and structure at that time. 
The foregoing solutions assume that the air and structure are at the same 
temperature and that the air density is not appreclably changed over the temperature 
range being considered. It is also assumed that the lncomlng cool alr and the warm 
alr in the clrcuit are well mlxed before the air leaves the exhaust openlngs. As 
mentloned prevlously, exploration of this assumptlon with the 1/50-scale model of 
the faclilty indlcated that the residual swirl and turbulence downstream of the SlX 
drive fans do an adequate job of mixing. Reglons of temperature dlfference do 
occur, but they are usually small compared wlth the increment between the internal 
and external (or amblent) temperatures. It lS also assumed that the temperature of 
the structure is in equilibrlum with that of the tunnel air. This assumptlon was 
not checked with the model or at full scale. Obviously, some lag wlll occur. A 
portion of the lag will probably be incorporated into the empirical constants for 
the thermal capacity and conductivity of the structure to be derived in the next 
sectlon by use of data runs made with the full-scale tunnel. 
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In the present analysis, it 1S also assumed that the we1ght of cooling air 
being exchanged per second, W , 1ncludes the flow of cooling air drawn in through 
the drive fan motors and exha~~ted 1nto the wind-tunnel circuit. The volume flow is 
40,000 ft3/min per fan motor, 240,000 ft3/min total, or 4,000 ft3/sec. This source 
of cool1ng a1r is constant over the range of power appl1ed to the fan drives and 1S 
small compared with the volume of air passing through the air-exchange system at 
high power (e.g., about 1.4x105 ft3/sec at 10% air exchange). The parameter W 
will be used here in the form ex 
(6) 
where m 1S the rat10 of all of the air being exchanged to that flow1ng through the 
test sect1on. 
Evaluat10n of Emp1rical Constants for Temperature-T1me Equation 
A least-squares method 1S now used to obtain a best f1t to the data from sev-
eral temperature-time runs made with the full-scale 40 x 80 tunnel (fig. 6). It is 
to be noted in the data that the start-up transient caused the temperature to beg1n 
at values above To so that an exper1mental value for to is not available. Also, 
the first several data points do not 11ne up with the rest of the curve and will be 
d1scarded. Therefore, the unknowns to be found by curve fitting are to' ATm' and 
T~. For the purpose of the least-squares fit, equat10n (4) 1S rewritten as 
to put it 1nto a form suggested in chapter XI of reference 11 as y = a + bx, 
where a = t T' and b = -To'. The logarithmic form for the temperature function 
o 0 y changes the curves in f1gure 6 into straight lines if the correct values for to' 
T~, and Tm are chosen. Slnce th1S least-squares approach has the capacity for only 
two unknowns, a third cr1ter1on is obtained in the form of the correlat1on coeff1-
c1ent R, defined as (e.g., ref. 11) 
(8) 
where N is the number of points 1n the data set. 
The technique used to calculate the best values for the three unknowns con-
sisted of an iterat1ve process. A value for ATm was first assumed on the baS1S of 
likely asymptotes for the temperatures as t + m for the curves 1n figure 6. W1th 
that value for ATm' the least-squares method was used to find the best values for 
to and T'. Both larger and smaller values of ATm were then chosen iterat1vely to 
bring th~ parameter R as close to 1.0 as possible. The corresponding values for 
to' ATm' and T~ were then taken as the best fit to the data. 
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SInce the input power and the air-exchange rate were known for the data runs, 
the structural parameters were evaluated. Values obtained by the foregoing process 
are compared in table 2 WIth those found by Mort (unpublished analysis, 1974). The 
two sets of constants are noted to be in fair agreement with one another except 
for WsCs which does not affect the results strongly. The constants to be chosen 
for the calculations to follow are those obtained by the least-squares/correlation-
coefficient technique described in the foregoing paragraphs. 
Application to Heating of Tunnel 
Although recent changes made in the 40 x 80 tunnel are extensive in the fan 
drIve area, they probably do not alter appreciably the structural compositIon as It 
affects the overall heat capac1ty and heat transfer through the walls. It IS 
assumed, therefore, that the empirical constants derived in the previous sectIon 
from data taken WIth the unmodIfIed tunnel also apply to the redesigned faCIlIty. 
The heatIng equatIons (1)-(6) are now used to explore how the aIr temperature In the 
tunnel is affected by the power applIed and by the aIr-exchange rate. These compu-
tatIons provIde a baSIS for choosing the air-exchange rates needed to carry out 
varIOUS tests WIthout overheatIng the tunnel. Once the mInImum rates have been 
established, the data can be used in the deSIgn of the exchange system. 
It is first assumed that the effect of the starting transIent on the heatIng 
curve is negligIble in comparison WIth the temperature-tIme hIstory and steady-state 
temperature asymptote, aTm. FIgure 7 illustrates the time-hIstory of the tempera-
ture of the tunnel operatIng at full power (100 MW). Any model In the test sectIon 
IS assumed to be unpowered. Two sets of curves are Included to Illustrate how the 
dIfferent values for the structural parameters, WsCs and Sk/o, affect the 
temperature-tIme history. Although the two sets of curves are not on top of one 
another, both predIct about the same levels of aTm. The maXImum, or equIlIbrIum, 
temperatures are not changed much by the value chosen for the constant Sk/o, 
because air exchange dominates the cooling process. 
As a supplement to figure 7, the influence of air-exchange rate m on the tIme 
available for given tests, IS shown In table 3 for the tunnel operatIng at full 
power WIth an unpowered model In the test sectIon, and WIth a model having one or 
two Jet engines operatIng at full power. The engines are assumed to be J97s which 
have a heat output of about 10 MW each when operating at full power. Heat added to 
the airstream by sources In the model is noted to increase signIficantly the alr-
exchange rates reqUIred to brIng acceptable operatIng times above 30 mIn. 
The ability to run at full drive power on a contInuous baSIS 1S much more 
productive than when the test has to be term1nated to cool the tunnel, and then 
restarted. The air-exchange rates estimated by equat10n (3) to be those required to 
maIntain a given temperature dIfference between tunnel and ambIent temperatures at 
varIOUS power levels (drive power plus heat input from a model engine) are presented 
in fIgure 8. These values are essentIally Independent of the start-up process used 
to get the test under way and represent the effect of power and ambient aIr tempera-
ture on the reqUIred air exchange for steady-state operation. The advantage of 
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operat1ng on cool days when the temperature difference ~Tm is larger is apparent 
in the graph. Conversely, operation of the tunnel on warm days (ambient tempera-
ture ~ 90°F) requ1res significantly larger air-exchange rates. 
Application to Cooling of Tunnel 
If the heat 1nput from the drive fans and from a powered model is too large for 
the a1r-exchange system, the tunnel may reach 1tS temperature lim1t of 130°F before 
the test is completed. It will then be necessary to cool the tunnel as quickly as 
possible so that the test can be resumed. The time requ1red to reduce the tunnel 
air temperature from near the max1mum allowable of 130°F to a lower temperature may 
be est1mated by use of equat10n (5), 1f the drive fan power is reduced to a certain 
value and then held constant. If, for example, the power 1S reduced to one e1ghth 
of the maximum and if the approximat1on 
p 
p 
max 
(9) 
1S made, the test-section speed 1S about one half of 300 knots, 150 knots. Typical 
values estimated for the time required to reduce the temperature of the air 1n the 
tunnel and of the structure to a lower temperature is presented in table 4. It is 
noted that the tunnel cools quickly at first and then more slowly as it approaches 
the equ1libr1um temperature for that power setting. 
Since the cool1ng process is downt1me for the tunnel test, 1t 1S 1mportant to 
reduce the t1me required to a min1mum. One way to ach1eve th1S 1S to run the tunnel 
at the velocity or power Wh1Ch maximizes the cool1ng rate for the temperatures of 
the tunnel and of the amb1ent air that eX1st at that instant. Since the heat 1nput 
1S proportional to appl1ed power, or velocity to the th1rd power, and since the rate 
of flow of cooling air is proportional to tunnel velocity to the first power, the 
opt1mum power is a balance between the two. Such an optimum 1S found by differenti-
at1ng equation (1) with respect to power, and sett1ng the parameter d(dT/dt)/dP 
equal to zero. When equat10ns (6) and (9) are inserted into equat10n (1), it 
becomes 
(10) 
After differentiation w1th respect to P and setting d(dT/dt)/dP = 0, the optimum 
power setting Popt ' to be used to cool the tunnel at a given instant, is given by 
P [C mV A pg(T - To)]3/2 ~ _ p max ts 
P
max 
- 3P
max 
( 11) 
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The optimum power is noted to vary only wlth the air-exchange rate and with the 
temperature of the tunnel above ambient. Once the inlet and exhaust openings are 
set, the air-exchange rate m is a constant independent of power (or test section 
veloclty); however, the temperature difference (T - To) changes contlnuously as the 
tunnel cools. Therefore, the most rapid cooling process is to vary the power con-
tinuously as the tunnel temperature comes down so that the power is always at the 
optimum value for cooling. When the optimum power relationship is inserted into 
equation (1) and the integration is carried out, the minimum time to cool the tunnel 
to a desired temperature is given by 
(12) 
where ~T = T - To' and ~Tl = Ti - To. 
The operating procedure needed to vary the power cont1nuously as the tunnel 
cools will no doubt be cumbersome. It is desirable then to know how much time IS 
saved by the continuously varylng process over that of cooling at a single set-
ting. A comparison is made in table 4 of the optimum or cont1nuously vary1ng case 
(eq. (12», with several fixed power cases (eq. (5». It 1S to be noted that for 
the cases shown, not much difference occurs unt1l the tunnel temperature 1S reduced 
to near ambient or to near the equ1librium temperature for the power setting be1ng 
used to cool the tunnel. An alternative method, for example~ would then be to use 
two power settings for a cooling cycle instead of either one setting or a cont1nu-
ously varying one. The first of the two settings could be at Pc = Pmax/8 and the 
second at Pc = Pmax/64; (Vc = Vmax/4). The equil1br1um temperatures fo: the two 
values of Pc are ~Tm = 12.0oF and ~Tm = 2.2°F, respectively, when m = 0.05. A 
two-step process such as this one would make it possible to cool the tunnel down to 
temperatures near ambient almost as rapidly as with the continuously vary1ng 
process. 
ANALYSIS OF FULL-SCALE DATA FOR AIR-EXCHANGE RATE 
As mentioned previously, tests were conducted in 1982 with the full-scale 
fac1l1ty to prepare it for implementation. Although a large amount of data was 
taken during these tests, a direct measurement of the air-exchange rates was not 
obtaIned for the various test configurations. The data avaIlable that have a bear-
Ing on the performance of the old air exchanger are the test-section velOCity and 
the pressures in the north and south legs of the tunnel relative to the atmo-
sphere. Since an understandIng of the old exchanger would be helpful in the deSIgn 
of the new one, the 1/S0-scale model was used to calIbrate and analyze the full-
scale system WhICh was in existence at the tIme of the 1982 tests. This reqUIred 
that the model tunnel be configured to duplIcate the full-scale one as closely as 
pOSSIble (figs. 1, 2, 4). The three exhaust ports In the model were covered with a 
screen (81% porosity) and with brass bars estimated to have about the same loss 
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coefficient as the blrd and debris screen and superstructure of the full-scale 
tunnel (fig. 2(b». It was assumed then that the flow rate through each orlfice of 
the model lS related to the pressure drop across it in the same way as in the full-
scale facllity. In the model, the pressures were measured wlth water manometer 
boards and the flow rate with a commercially available flow-rate meter deslgned for 
heatlng and alr conditioning systems. The calibration on the flow-rate meter was 
checked wlth PltOt tube surveys and found to be accurate to withln about 5%. For 
the calibration of the exhaust ports, the flow into the tunnel was controlled by 
openlng a door-type inlet located in the north leg of the model tunnel. The lnlet 
and exhaust openlngs ln the model had to be calibrated separately, because the 
pressure drop from the south to the north legs is different in the model and full-
scale tunnels; that is, (ps - Pn)/qts = 0.285 for the model and 
(ps - Pn)/qts = 0.24 for the full-scale tunnel. 
The flow rate through the exhaust ports which simulate the 1982 tests is pre-
sented ln figure 9 as a functlon of the difference in total pressure across the 
south wall for a range of tunnel speeds and lnlet door openings. It was found that 
even though the velocity along the south leg is relatlvely small, it appears to be 
large enough to influence the flow rate. Therefore, acceptable correlation of the 
data requlred the use of total rather than static pressure ln the south leg. Use of 
the total pressure causes the data to fallon a nearly straight line much like that 
for classical orifices. Unllke classlcal orifice theory, however, the exponent of 
the pressure curve for the screened orifice is about 0.62 rather than 0.5, so that 
the flow-rate relationshlp for the exhaust ports is glven by 
m = 0.18[(H - H t )/qt ]0.62 
sam s 
(13) 
where Hatm lS atmospheric pressure. 
A slmilar callbration was then made of the Old-style lnlet orifices ln the 
north leg of the model tunnel. The door lnlets were flrst slmulated with openings 
of the same shape as that of the full-scale ones. Slnce lt was not possible to 
duplicate the complex details of the full-scale louvers and screens at small scale, 
the pressure drop across the openlng was slmulated wlth multiple layers of screen of 
71% porosity. The flow rate through an inlet oriflce was then found to be approxi-
mated by 
(14) 
It is to be noted that the exponent is now 1.0 rather than 0.5 and that the data 
correlate best with the static rather than with the total pressure in the north leg. 
The foregolng calibratlons made lt possible to lnfer the alr-exchange flow 
rates that occurred during the 1982 full-scale tests. The data presented in table 5 
lndlcate that values of m as high as 0.05 (5% air exchange) were probably 
achieved. As mentioned previously, the statlc-pressure dlfferential between the 
north and south legs of the circuit is nearly constant over configuration changes 
and tunnel speeds. At full-scale, the pressure differentlal is 0.24. The 
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corresponding differential for the l/50-scale model is about 0.285. The difference 
in these two measured pressure differentials is attributed to the small scale and 
low Reynolds number of the model tunnel, which lead to higher losses in the east leg 
and through vane sets Nos. 8 and 1. These scale and Reynolds-number effects cause 
the model to have a larger pressure difference between the north and south legs than 
observed for the full-scale facility. 
EFFECT OF AIR-EXCHANGE INLET CONFIGURATION ON TEMPERATURE AND DYNAMIC 
PRESSURE PROFILES 
On the basis of the discussion in a prevlous sectlon (General Considerations), 
the two contoured inlets in the north leg of the circuit and the inlets used durlng 
the 1982 Integrated Systems Test (1ST) were tested with the 1/50-scale model of the 
40 x 80 tunnel. The exhaust system used for these tests consisted of five openlngs 
in the southwest corner of the circuit which slmulated flve doors removed from the 
westernmost column of vane set No. 7 in the full-scale device; figure 2(b) shows the 
three doors removed for the 1982 1ST. The data surveys chosen to be presented 
provlde informatlon for choosing the inlet configuration to be used in subsequent 
tests and in the full-scale facility. 
The temperature profiles in the tunnel circuit were found to be insensltive to 
the manner in which the alr was introduced into the circuit. That IS, the six drlve 
fans apparently mlX the airstream to such an extent that the cool alr from the inlet 
IS no longer a well-defined stream tube. The mixing is not complete, however, 
because a slightly different temperature prof lIe occurs across the test sectlon when 
the alr IS all taken In through the north-wall inlet as compared wlth when it is all 
taken in through the courtyard wall inlet (fIg. 10). Although the two curves for 
10% air exchange (m = 0.1) differ, a systematic temperature gradlent dId not occur, 
and the maxlmum excurSIon In the temperature across the test sectIon is less than 
2°F, WhlCh is within the allowable temperature difference. 
Measurements were then made to find out how the total head profiles were 
affected by the different inlet schemes for the cooling aIr. These measurements 
conslsted of total head profiles across the tunnel circult at varIOUS stations of 
interest. Since static pressure in the tunnel depends strongly on the air-eXChange 
rate, the plots are shown as dynamic pressure rather than total head to prOVIde a 
more dIrect comparIson between confIgurations. That is, the dynamIC pressure q 
was taken as the total head H minus the local static pressure p, as measured on 
the walls at that station. The effect of air-exchange rate and exhaust conflgura-
tlon on static pressures in the north and south legs of the faCIlIty are treated In 
the next section. 
The dynamIC pressure head just downstream of the contoured inlets is presented 
in figure 11 for three different inflow geometrIes. The energy of the IncomIng Jet 
IS clearly evident by the approximately rectangular segment in the profile for the 
two upper curves. Injection of higher-energy air along the walls provides a boost 
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to the low-energy air 1n the boundary-layer flow at that station. The diffusion of 
these jets of air as the streams proceed downstream through vane set No. 2 and 
around the northwest corner of the circuit toward the fans 1S reflected in the 
profiles presented in figure 12. The lowest curve, which is for m = 0, indicates 
the increase in the amount of sluggish flow entering the fans along the 1nside of 
the c1rcuit. Introduction of all of the cool1ng a1r through the courtyard contoured 
open1ng produces slgnif1cant benef1t to the profile by making it more uniform 
because of the boost it gives to the low-energy flow near the courtyard wall. 
Conversely, 1nject1on of the cooling a1r through the opening in the north wall does 
not make the veloc1ty profile entering the fans much more uniform because the flow 
along the outside wall is already fairly robust. The top curve was made by allow1ng 
about equal amounts (i.e., m = 0.05 per 1nlet) of air through the north wall and 
courtyard 1nlets. As expected, the flow along the outer or north and west walls is 
not improved significantly, and the improvement realized along the courtyard wall 1S 
notable but not equal to that produced when all of the a1r is introduced through the 
courtyard 1nlet (f1g. 12). 
The results 1n f1gures 11 and 12 confirmed the expectat10n that the courtyard 
1nlet is the best conf1guration because it 1S the one that provides the max1mum 
benefit to the veloc1ty prof1le of the flow enter1ng the dr1ve fans. That 1S, the 
incom1ng air jet boosts the velocity along the courtyard wall to such an extent that 
the prof1le becomes more nearly uniform than by any other 1njection scheme tested. 
The benefic1al aspects are further illustrated in f1gure 13 where the dynamic pres-
sure profiles for two lnlet conf1gurat1ons are compared with the no-air-exchange 
case. As mentioned prevlously, the lnlets used during the 1982 1ST 1nduce further 
degradat10n 1n the prof1le along the courtyard wall rather than bU1lding up the 
energy of the flow field there. It is concluded, therefore, that the 1982 1ST a1r-
exchange system should be removed and replaced w1th a contoured courtyard inlet. 
Finally, the effect of a1r exchange on the dynam1c pressure dlstributlon across 
the test sect10n 1S negl1gible, as shown 1n figure 14. In a series of tests which 
followed the present measurements, it was discovered that the asymmetry in the 
profile shown in f1gure 14 is brought about by underturn1ng of the air through vane 
set No.6 (cf. ref. 9) and 1S not due in any way to the exchange of cool1ng air. 
Measurements were also made in other parts of the circu1t to be sure that the flow 
was not degraded by the use of only the contoured courtyard 1nlet. No adverse 
effects were found. None of these additional plots is presented here because they 
were not obtained with the model tunnel conf1gured to duplicate precisely the final 
facility. 
EFFECT OF AIR-EXCHANGE RATE AND EXHAUST CONFIGURATION ON WALL PRESSURES 
The prev10us sect10n dealt w1th the effect of the air-exchange inlet on the 
dlstribution of temperature and total head at var10US stations in the c1rcuit. In 
th1S sect1on, the effect of the exhaust open1ng and a1r-exchange rate on the static 
pressures in the north and south legs of the c1rcu1t are analyzed uS1ng experlmental 
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data from the model tunnel. The wall pressures are of concern because the walls are 
designed to withstand only a given different1al pressure. The exhaust conf1gura-
tions were openings in the westernmost column of vane set No. 7 which consisted of 
the following door arrangements: 
1. Three door panels removed, that is, the configurat1on used dur1ng 1982 1ST; 
area ~ 18 x 11 x 3 ft = 594 ft2. 
2. Five door panels removed; area = 990 ft2. 
3. Six doors 1n upper half of column opened at design angles to deflect 
exhaust jet upward at about 40°; effective area = 1188 sin(900 - e) = 910 ft2. The 
parameter e is the angle at which the exhaust jet is deflected upward by the 
doors. 
4. Entire column of 11 1/2 doors opened at design angles to deflect exhaust 
upward at about 40°; effective area = 2277 sln(90° - e) = 1,744 ft2. 
One door panel is approximately 18 x 11 ft or 198 ft2. 
As noted in the IlSt, the Slze of the exhaust opening is regulated by chang1ng 
the number of doors open. Another option 1S to choose other panels in vane set 
No.7 for removal or open1ng. This possib1lity was not explored because 1t did not 
seem likely that such an exhaust opening would enhance appreciably the uniformity of 
the c1rcuit airstream. Also, a contoured surface, like the one used for the 1nlet, 
to gU1de the exhaust a1r more smoothly from the tunnel was not tried; little benefit 
was expected because of the low dynam1c pressure of the airstream in the south leg 
of the tunnel (i.e., S4.5 Ib/ft2) and because of 1nstallat1on d1fficulties. 
To slmplify the operation of the air-exchange system and to reduce the likel1-
hood of 1nadvertent overpressurization of the facility, a decision was made to bU1ld 
the exhaust open1ngs 1n a fixed position. Only the 1nlet opening 1S variable then, 
so that changes 1n air-exchange rate are accompl1shed by changing the amount of door 
opening of the inlet. As recommended in the previous section, all data from now on 
were taken by uS1ng only the courtyard contoured inlet door, which directs the 
1ncom1ng cooling-a1r jet downstream in a smooth eff1c1ent manner. Usually, a screen 
to prevent ingestion of debr1S was not used over the 1nlet because 1t d1d not Slg-
n1f1cantly alter the flow rate and 1t d1d interfere with the measurement tech-
n1que. A screen and slmulated superstructure were located over the exhaust orifices 
to simulate the interference to be encountered full scale. 
The first measurements to be discussed are the 
four exhaust open1ngs listed above (fig. 15). The 
up a given exhaust configuration and then chang1ng 
ClOS1ng the inlet door. It 1S to be noted that as 
larger air-exchange rates, the pressure inside the 
1ncreased flow rate is induced through the exhaust 
the larger back pressure reduces the inflow rate. 
1nflow equals outflow. As expected then, a nearly 
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flow rates obtainable w1th the 
curves were obtained by sett1ng 
the flow rate by opening or 
the inlet door is opened to allow 
tunnel increases so that an 
ports. As the pressure builds, 
Equilibr1um is reached when 
linear relationship between door 
opening and flow rate exists only at the lower flow rates. At the larger flow 
rates, the flow rate increases only a small amount with door opening because of the 
buildup of back pressure. It is to be noted in figure 15 that both the air-exchange 
rate and door opening are in dimensionless units. Since the north leg of the wlnd 
tunnel is 108.6 ft across, a 1% opening corresponds roughly to a 1.09-ft lncrement 
ln door opening. 
Measurements of the statlc pressure in the north and south legs of the tunnel 
were then made for a range of lnlet door openings with each of the four exhaust 
conflgurations. As mentloned ln prior sections and as indicated in figure 16, the 
model and full-scale pressures dlffer in the north leg. The measurements made with 
the 1150-scale model and plotted in figure 16 and in the next few flgures to follow 
have been adjusted to the maximum velocity anticlpated for the full-scale tunnel, 
that is, Vmax = 300 knots and qts max = 274 Ib/ft
2
. Such a scale is used to 
faCllltate dlScussion of the maxlmum loading to be expected on the walls of the 
tunnel for the varlOUS lnlet and exhaust designs. 
The wall-pressure data for all four exhaust sizes and for the 1982 1ST system 
are presented ln flgure 17. Not accounted for ln the data from the model (l.e., 
open symbols) lS that the cooling alr WhlCh flows dlrectly through the drlve motors 
does not enter through the inlet but does exit through the exhaust openings. The 
total flow rate through the SlX motors lS a constant at 4,000 ft3/sec. In addltion, 
both the 1/50-scale model and the full-scale facllity have air leaks. Although the 
two sources of alrflow are small, they affect the so-called zero flow rate. Even 
so, Slnce the exhaust openings are large, the pressure differential resulting from 
these factors lS small. 
The dlfference ln the model and full-scale pressures in the north leg for three 
doors removed lS believed to be caused by the dlfferences ln scale and Reynolds 
number. Interpretation of the model data for the internal pressures that load the 
walls requires that the model data be adjusted to full scale. It was reasoned that 
the drag difference between the two wind tunnels could be scaled by the ratio of the 
two values at zero flow rate. Namely, if the pressures measured with the model are 
flrst scaled to maxlmum veloclty, as shown in flgure 17, and then multiplied by 
70/80, the 1982 1ST data and the data from the model for three doors open are ln 
agreement (fig. 18). The curves for the other exhaust openings also take on a more 
consistent character. 
The lnformation in figure 18 can now be used to explore the relationship 
between the size of the exhaust openlng and air-exchange rate when the pressures in 
the north and south legs of the facllity are designed to speclfied limlts. Consider 
flrst the limits used ln 1982 which allowed pressures as low as -55 lb/ft2 ln the 
north leg and as hlgh as +18 Ib/ft2 in the south leg. As lndicated in flgure 19(a), 
each pressure limit requlres that the air-exchange rate lle between the two curves 
shown there. That is, for a small exhaust openlng (say three doors removed), the 
air-exchange rate is restricted to values between about 2.5% and 3.75%. If flve 
panels are opened for the exhaust, the air-exchange rate can safely be varled . 
between about 4.2% and 6.4%. Larger exhaust openlngs permit larger values of m, 
but the excursion of m between limits does not increase a great deal for the case 
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shown in figure 19(a). Figures 19(b) and 19(c) illustrate how the air-exchange 
rates change as the tolerable pressure is increased or decreased. Since the design 
limits have now been set at -64 Ib/ft2 and +18 Ib/ft2, the curves in figure 20 apply 
to the full-scale tunnel. Modifications of the curves to account for the power 
limit of 100 MW will be discussed in the next section. 
Consideration in the final design must be given to the possibility that clad-
ding material will be lost at some time from either the north or south legs of the 
tunnel. In such an event, the newly opened area will in effect increase the size of 
the Inlet or exhaust of the air-exchange system. In order to estimate the changes 
in wall pressures that would occur in such a case, the data in figure 18 were used 
to obtain the curves shown in figure 21 for two air-exchange rates (5% and 6%) 
likely to be used at maximum tunnel speed. The advantages in safety for the south 
end when designed to +18 Ib/ft2 with a large exhaust opening (i.e., entire west 
column open) are immense in the event that cladding is lost on the north leg. A 
design pressure in the north leg of -70 Ib/ft2 would ensure that a loss of claddIng 
on the south leg would not also JeopardIze the north end. Since the design pressure 
is -64 Ib/ft2, the aIr-exchange rates allowable will have to be restrIcted to values 
larger than a given amount. 
The varIOUS exhaust openIngs do disrupt the flow in the southwest corner of the 
facility where vane set No. 6 Intersects the corner, but this effect was not studIed 
in detaIl. The flow dIsturbances appear to persist along the south wall of the 
south leg for some distance and may even cause increased turbulence along the east-
ern wall of the test section. Nevertheless,these disadvantages did not appear great 
enough to warrant an extended study of other exhaust configurations. 
ESTIMATE OF POWER REQUIRED TO SUPPORT AIR EXCHANGE 
ExpressIons are derived in this section for the losses that occur when aIr is 
being exchanged. Comparison with available experimental results is made where 
possible. The approximate formulas derIved here are then used to predict power 
changes required by aIr exchange and to investIgate ways to mInimIze the power 
requIred. The varIOUS power-loss components are determined as a fraction of the 
power required to drive the wind tunnel when there is no air exchange. Under those 
CIrcumstances, the power required IS 
(15) 
where the drag of the entire circuit, without air exchange, as (cf. ref. 8) 
(16) 
The power loss associated with the air-exchange system for the 40 x 80 tunnel 
is separated into four categories: 
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1. Inlet losses: obstructions to the 1ncom1ng flow such as screens, struts, 
superstructure, and louvers; and turning losses 
2. Increase in circuit drag brought about by increase 1n volume of flow from 
inlet to exhaust 
3. Pressure energy d1scarded with exhaust air into the atmosphere 
4. Changes in fan or c1rcuit performance caused by air exchange 
These four items w1ll be considered 1n the following subsect10ns as increments in 
the power needed to support air exchange. 
Inlet Losses 
The first of the inlet losses to be cons1dered is the one 1ncurred at the 
coarse screen of large porosity (usually of 70% to 80%) over the 1nlet open1ng to 
keep trash, b1rds, and var10US debr1S from enter1ng the circuit. Slnce these 
screens have a low (about 0.2) loss coefficient (ref. 12, p. 31 1ndicates a range of 
loss coeff1c1ents of ~H/qlocal = 0.1 to 0.3) and the veloc1ty is small at the 
screen surface, qlocal/qts ~ 0.1, the total head loss of the incoming air, which is 
attnbutable to what 1S generally referred to as the "b1rd screen," 1S est1mated as 
= 0.2 x 0.1 = 0.02 (17) 
Slm1larly, the loss caused by the superstructure, which supports the wall of the 
tunnel and cannot generally be removed or moved elsewhere, is for the present pur-
poses estimated to be about the same as that of a second bird screen, that is, 
~H I + ~H I ~ 0.04 
qts qts 
b1rd screen superstructure 
( 18) 
When these two sources of loss are referred to the power used to drive the tunnel, 
the power fract10n devoted to the inlet interference 1S given by 
~Pbs = Power absorbed by 1nlet interference 
Po Power requ1red to dr1ve tunnel 
(19) 
The second loss that is 1ncurred near the inlet arises from the m1x1ng and 
diss1pation which occur as the air is turned from the 1ncoming d1rection, which is 
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perpendicular to the circuit centerline, to a direction parallel to the circuit 
centerline. Observations with smoke in both the full-scale and model tunnels indi-
cated that the louvered-type inlet used during the 1982 1ST injected the air into 
the circuit as a transverse jet with high turbulence so that most, if not all, of 
the kinetic energy of the air was lost on entry (fig. 3). In such a case, the upper 
limit of the loss is assumed to be equal to the entire kinetic energy of the incom-
ing air, or 
qair jet ~ Patm - Pno • end 
The extra power, 6Plouv ' required to compensate for such a loss is then glven by 
6Plouv 
P 
o 
= 
(Patm - Pno. end)mAtsVts 
qtsAts V ts E KO 
(20) 
(21) 
If, however, a contoured panel or door and wall shap1ng 1S used to turn the 
air, as is planned for the remodeled facility, the entire dynam1c pressure can be 
recovered (f1g. 11) so that the turning loss for the contoured inlet becomes negl1-
gible, or 
LlP 
cont. inlet ~ 0 
Po 
(22) 
Power Loss Increment Caused by Extra Circuit Orag 
After the cooling air has entered the circuit, it moves downstream through vane 
set No.2, along the west leg of the circuit, through the drive fans to the exhaust 
ports in the southwest corner of the facil1ty. As a result, the volume of air 
flowing along that part of the circuit is proportionately larger by m than in 
other segments of the circuit. The penalty in circuit drag and power incurred 
because of the higher flow rate can be expressed as an incremental increase over the 
power when there 1S no air exchange. That 1S, from equat10n (15), 
. 
when there 1S no air exchange, and, when m is not zero, 
P + LlP • 
o C1rc (23) 
where COw is the drag coefficient of the western part of the circu1t through which 
the 1ncrease in cooling air flow occurs. It is assumed that the fan performance 1S 
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not affected by the added mass flow. The change in power requIred to support the 
added drag and velocity In the cIrcuit may then be written as 
. 
Since m < 0.1, and since COw/COo ~ 0.5, the power increment may be approxImated by 
(24) 
Pressure Energy DIscarded wIth Exhaust 
The air leavIng the circuIt through the exhaust openIngs does so wIth a veloc-
ity and a pressure suffICIent to overcome the drag of the orIfIce, the back pressure 
of the atmosphere, and the dynamic pressure of the issuing jet. An estimate of 
these losses is obtained by assuming that the portIon of the total head of the jet 
Hj that is In excess of atmospheric pressure constitutes the loss. That IS, 
= (H j - Patm)/qts 
COo 
. 
• m (25) 
An expression for Hj could probably be derived from the orifice coefficient, but It is more convenient and more accurate to measure the quantity 
~Hj/qts = (Hj - Patm)/qts dIrectly WIth the 1/50-scale model of the WInd tunnel. 
The power loss estimated for the expelled air by this method IS presented In fIg-
ure 22 for the several different exhaust openIngs studied here. As expected, the 
smaller openIngs quickly Induce high losses as m Increases. Also shown In the 
fIgure is a straIght lIne representing the ~P /P = 312m power Increment 
clrc 0 
requIred to compensate for the extra drag along the western half of the cIrcuit that 
is caused by the air exchange. 
Comparison WIth ExperIment 
A comparIson with data IS now made to evaluate the accuracy of the foregOIng 
equatIons for estimating the power lost because of various factors involved In the 
aIr exchange. All of the equatIons ignore any temperature changes or differences 
that may exist because of the approximate nature of the estimates. The data 
obtained during the 1982 1ST are first compared in figure 23 with the three incre-
ments for power loss. The full-scale data are quite widely scattered so that a 
defInitive decision on the accuracy of the equations is not possible. However, the 
sum of the three components represented by the uppermost curve is in good agreement 
with the larger values of power loss. Overall, the trends and magnitude are close 
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enough to suggest that the theoretical estimates are about correct. Needless to 
say, it 1S disconcerting to realize that an air-exchange rate of 5% probably 
absorbed about 15% of the power required to drive the tunnel during the 1982 1ST. 
As noted earlier, however, the power loss can be reduced by use of an improved inlet 
and larger exhaust openings. 
An indirect measurement of the power absorbed by air exchange was then made 
w1th the l/50-scale model of the tunnel by observIng the change in dynamic pressure 
1n the test section as air exchange was turned on and off (fig. 24). Compar1son of 
these results with the theoretical estimates is questionable because the SlX dr1ve 
fans were sensit1ve to air-exchange rate. That is, since the pitch of the fans 1S 
f1xed and since they are working close to stall, their performance 1S sensit1ve to 
the un1form1ty of the flow coming into the station where the fan faces are 
located. As mentioned previously, the incomIng air provides a boost to the boundary 
layer on the courtyard slde of the circuit so that the veloc1ty profile entering the 
fans 1S more uniform when air exchange is in progress. The improved fan performance 
compensates somewhat for the 1ncreased power lost in the air exchange. The data 
p01nts and the theoret1cal curves shown 1n figure 24 appear to have some sort of 
compensat1ng process such as the one just descr1bed, which causes the discrepancy 
between the results. It 1S concluded that the l/50-scale model 1S not well suited 
to a test for the estimated power relationships and that the 1ncrements In power 
loss derived here probably provide acceptable eng1neerIng accuracy. 
Slnce the power required to support air exchange is slzable, considerat1on was 
glven to ways by which losses could be reduced. The inflow losses at the inlet have 
already been essentially elim1nated by the contoured wall and 1nlet door changes. 
Removal of screens and superstructure which obstruct the 1nflow and outflow are 
unacceptable reduct10n schemes. The losses along the western part of the C1rcu1t 
where the volume flow of a1r is 1ncreased by (1 + m) could be reduced by shortening 
the length of the circu1t along which the cooling air must flow between 1nlet and 
exhaust; that 1S, by 10cat1ng the exhaust ports nearer to the 1nlet. Such an alter-
native causes many structural problems, however, and may make certain operat1onal 
procedures difficult. Since none of the concepts appeared more promising than the 
ones cons1dered here, no further testing was carr1ed out. 
OPERATIONAL CONSIDERATIONS BROUGHT ABOUT BY AIR EXCHANGE 
Several ways in which air exchange affects the operational procedures of the 
facility are discussed 1n this section. Considerat1on 1S given to these 1tems 
because they affect the test-section performance available for 1nvestigations and 
the integrity of the structure. 
The first item to be analyzed 1S the reduct10n in the ava1lable velocity and 
dynam1c pressure to be expected 1n the test section when the courtyard contoured 
door and wall are used as the 1nlet with various exhaust configurat1ons. It 1S 
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assumed that the power, velocity and dynamic pressure 1n the test section are 
related by 
P _ (~)3 _ (~)3/2 
Pmax - Vmax - Qmax 
(26) 
Based on such an assumption and on the foregoing est1mates of the power increments 
requ1red to support air exchange, the changes in max1mum performance were est1mated 
as shown 1n figure 25. The advantages of the larger exhaust open1ngs are apparent. 
The consequences of reduced maximum velocities on wall pressures 1S considered 
next. The curves in figures 17 and 18 assumed that the tunnel had the capac1ty to 
operate at Qts = 274 Ib/ft2 at all values of m. Slnce considerable power may be 
absorbed by exchang1ng a1r, the curves 1n f1gure 18 were recalculated to 1nclude the 
reduced performance expected at nonzero air-exchange rates. It was therefore 
assumed that the tunnel 1S capable of Qts = 274 Ib/ft2 only when there is no a1r 
exchange. (The maximum test sect10n veloc1ty ach1eved dur1ng the 1982 1ST was about 
268 knots. Since the losses 1n the tunnel circu1t will have been reduced by the 
proposed modif1cat1ons, there is a chance that the rev1sed fac1lity will come close 
to Vts = 300 knots and Qts = 274 Ib/ft2.) 
The pressures in the north and south legs as a funct10n of air-exchange rate 
were then modified to reflect the fact that the max1mum veloc1ty 1n the test sect10n 
is 11mited by the max1mum power available (100 MW) rather than assum1ng 
Qts = 274 Ib/ft2 for all cases. Such a consideration was 1nvest1gated to f1nd out 
1f the structure was capable of sustain1ng the aerodynam1c loads while operat1ng at 
full power rather than at a f1xed Qts. When the curves 1n f1gure 25 are combined 
with those 1n f1gure 18, the pressures expected in the north and south legs of the 
fac1l1ty at var10US a1r-exchange rates are calculated as shown in figure 26. The 
curves are noted to change somewhat, but not to the degree reQu1red to sign1ficantly 
reduce the max1mum design pressures for the walls. The changes are more apparent in 
figure 27 where the 1nformation in figure 20 is compared w1th the curves generated 
with the rev1sed data in figure 26. It 1S to be noted that the power lim1t has only 
a negligible 1nfluence until the larger a1r-exchange rates are used. The boundary 
1mposed by the maximum opening possible with the inlet door 1S presented 1n 
figure 28. 
The data presented in the foregoing figures suggests that the best exhaust 
open1ng is the largest one studied. The use of air-exchange rates of 5% or more are 
then permissible at all poss1ble operat1n~ speeds if the north leg 1S designed to 
-64 Ib/ft2 and the south leg to +18 lb/ft. A safety 1nterlock 1S then only needed 
to ensure that the air-exchange rate 1S above about 4.8% when the tunnel is taken to 
its maximum power of 100 MW. 
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STEADY-STATE AERODYNAMIC LOADS ON INLET OF AIR EXCHANGER 
To obtaIn estimates of the aerodynamic loads on the structure in the vIcinity 
of the inlet door to the aIr exchanger, a two-dimensional, potential-flow model of 
the Inlet was developed. The predictions of the potential-flow model were first 
compared wIth the experimental results from the 1/50-scale model, and empIrical 
adjustments were then applied. This procedure provIded estimates for the aerody-
namIC loads on the inlet door, on the inlet fairings, and on the external bIrd and 
debris screen. 
The potential-flow code chosen to model the aIr-exchanger inlet was POTENT 
(ref. 13), a code that has been used extensively to model several other aerodynamIc 
components of the NFAC. Figure 29 shows a representatIon of the two-dImensional 
flow field of the inlet as modeled by POTENT. Important features to note are the 
uniform upstream and downstream velocity profiles and the fact that the Internal 
total pressure IS equal to atmospherIc pressure. Figure 30 presents a schematIc of 
the actual Internal flow. Features not simulated In the potential-flow model are 
the nonuniform upstream and downstream velocIty profIles that are caused by the 
relatIvely thick boundary layer on the walls of the wInd tunnel. AddItionally, In 
the actual tunnel the average total pressure WIll not necessarily be equal to 
atmospherIc pressure. As a result, the wall jet velocIty WIll not always match the 
mean channel velocIty as WIll be the case In the potentIal-flow analysIs. 
In order to compensate for the Inability of the theoretIcal analysis to account 
for the foregoIng boundary-layer and multi-energy effects, the theoretIcal results 
were adjusted on the basIs of data obtained with the 1/50-scale model of the 
facIlity. In effect, the theoretical results at one condItIon were assumed to be 
applicable at another by makIng the experImental and theoretIcal zero-hinge-moment 
positIons of the door agree. In the experIment, the zero-hInge-moment POSItIon of 
the inlet door was taken as the location to which it opens if allowed to swing 
freely on ItS hInge. This position, referred to as the neutral point, varIes with 
tunnel operating conditions. The measured neutral pOint appears to correlate best 
with the dIfference between the upstream static pressure and atmospherIc pressure 
normalIzed by the upstream dynamIc pressure (fig. 31). Note that the data at a 
pressure ratio of 1.35 were all taken when the fan drIves on the Inside of the wlnd-
tunnel circuit were stalled. This stalled condition represents the worst conceiv-
able operating condition for the Inlet door (the single pOInt at 22 ft was consId-
ered to be extremely unlikely in the full-scale faCIlity). The predicted door 
moments as a function of door openIng are presented in fIgure 32 along WIth the 
adjustments in the door opening required to bring the two-dImensIonal potentIal-flow 
predIctions into agreement WIth the experImental worst-case, neutral-poInt POSI-
tion. The estimated pressures across the inlet door are shown In figure 33 as a 
functIon of the adjusted door openIng. These values are based on a design value for 
an upstream statIc pressure of 64 Ib/ft2 below atmospherIc. 
The aerodynamic load on the bIrd and debrIs screen and on the inlet fairIng do 
not require any adjustment for the internal flow varIations. They were, therefore, 
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taken directly from the two-dimensional potentlal-flow predictions for the assumed 
internal static pressure of 64 Ib/ft2. The pressure distribution on the vertical 
falring is shown in figure 34. The pressure distribution on the ~pper and lower 
fairings, which are horizontal, are assumed to have the same shape as that of the 
vertical fairing, even though the flow direction differs. However, the magnitude of 
the pressure distributions is emplrically adjusted ln proportlon to the peak pres-
sures shown ln figure 35. Finally, the dynamlc pressure distrlbution at the loca-
tion of the bird and debris screen, as predicted by the potential-flow code, is 
given in figure 36. The loads on the screen depend on the loss coefficient of the 
screen chosen for the full-scale facility. 
CONCLUDING REMARKS 
A 1/50-scale model of the 40- by aO-Foot Wind Tunnel at Ames Research Center 
was used to study various air-exchange configurations. System components were 
tested throughout a range of parameters, and approxlmate analytlcal relationshlps 
were derived to explain the observed characteristics. It was found that the effl-
ciency of the air exchanger could be increased by addlng a shaped wall to turn the 
incoming air downstream smoothly, by changing to a contoured door at the inlet to 
control the flow rate, and by increasing the size of the exhaust openlng. The 
static pressures inside the circult then remain within the deslgn limits, if the 
air-exchange rate is about 5% or more at the higher tunnel speeds. Since the model 
is much smaller than the full-scale facility, it was not posslble to completely 
duplicate the tunnel and it will be necessary to measure flow rate, tunnel pres-
sures, etc. during the 1ST of the remodeled faclilty. The aerodynamlc loads on the 
remodeled lnlet were also estimated using a potentlal-flow code in conjunctlon wlth 
the 1/50-scale model of the facllity. 
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TABLE 1.- TYPICAL TEST TIMES REQUIRED TO OBTAIN DATA 
Powered lift 
Vm ~ 50-150 knots (small amount at 300 knots) 
Time scenario 
Start engines, access doors open 
Close access doors 
Bring up power and set tunnel q and angles 
For polar (time to set a and adjust power) 
7-9 points/polar 
Reduce power and tunnel q 
Vm = 0 + 300 knots 
Rotary wing 
Time scenario, once operating conditions have been set 
Set vehicle operating conditions 
Static and dynamic data 
Flutter measurement and on-line data reduction 
Test sequence, 5-10 points 
1 min 
1 min 
4 min 
3-4 min/point 
-30 min 
3 min 
~ 35 min at power 
4 min 
1 min 
5 min 
25-50 min 
Desirable to have a minimum = 30 min 
TABLE 2.- NUMERICAL VALUES FOR HEAT TRANSFER AND HEAT CAPACITY 
OF 40 x 80 TUNNEL STRUCTURE 
As determined by As determined by 
Parameter least-squares fit to data graphical fit to dataa 
WaCp 0.432x106 Btu/OF 0.432x10 6 Btu/OF 
WsCs 1.105x10
6 Btu/OF .596x106 Btu/OF 
SkitS 376.8 Btu/sec/OF 391.1 Btu/sec/OF 
aFrom Kenneth W. Mort, unpublished analysis, 1974. 
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TABLE 3.- FAN DRIVE TIMEa AVAILABLE 
BEFORE TUNNEL TEMPERATURE RISES 50°F 
AS A FUNCTION OF AIR-EXCHANGE RATE 
fit, min, fit, min, fit, min, 
. 
m, % 
no engine one J97 two J97s 
0 14.2 12.7 11.6 
1 15.4 13.8 12.4 
2 17. 1 15.0 13.4 
4 22.7 18.9 16.3 
6 55.6 29.6 22.4 
10 CD CD CD 
aTimes shown do not include time 
required to bring fan drive system to 
full power and to stabilize flow 
within 40 x 80 tunnel. 
TABLE 4.- TIME ESTIMATES FOR CQOLDOWN OF 
40 x 80 TUNNEL USING AIR EXCHANGE: 
Ti - To = 5?OF, fiT = amount of cooldown 
of tunnel, m = o.og, Pc = power of tunnel 
set to cool tunnel 
fit = time required, min 
flTc ' OF Pc = Pmax/8, Pc = optimum power, 
equatlon (5) equation (12) 
10 6.6 6.6 
20 16.0 15.7 
30 32.6 29.7 
40 Not posslble 56.9 
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I\) 
ex> 
Run 
No. 
64 
65 
66 
67 
68 
TABLE 5.- INTAKE AND EXHAUST DATA ON FULL-SCALE FACILITY 1982 1ST: OLD LOUVERED AIR INLET, 
THREE DOORS REMOVED FROM SOUTH END 
% air % alr % air 
Inlet exchanged el!changed exchanged 
No.1 Exhaust ps-Hatm Hs-Hatm through Hatm-Pn by through Ps-Pn Total 
court- area, south north courtyard 
-
flow 
yard, ft2 qts qts , wall qts leg exhaust qts rate, 
ft2 " doors pressure % 
401/0 562 +0.040 +0.058 3.0 -0.193 3.0 0 0.233 3 
0/0 562 +.005 +.019 -1.0 -.235 
--
0 .240 -1 
401/401 562 +.091 +.105 4.6 -.150 2.3x2 0 .241 4.6 
401/401 1170a +.068 +.082 3.9 - .170 2.6x2 1.3 .238 5.2 
401/0 1170a +.025 +.039 2.5 -.212 3.2 .7 .237 3.2 
aArea lncludes two screened openings in south leg of facility near midpoints of courtyard and south 
walls. 
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FIgure 1.- DIagram of plan view of the National Full-Scale AerodynamIcs Complex 
(NFAC) at NASA Ames Research Center WhICh Illustrates the 40- by 80-ft and 80- by 
120-ft tunnel cIrcuits. 
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(a) View of facility looking into the entrance of the 80 x 120 tunnel from the 
northwest. 
(b) View of facility looking at south wall of 40 x 80 tunnel circuit. 
Figure 2.- NFAC showing both the circuit of the 40 x 80 tunnel and of the 80 x 120 
tunnel and surrounding buildings. 
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Flgure 3.- Dlagram of northern part of the 40 x 80 tunnel Clrcult lllustratlng 
separated flow reglons lnstlgated by Inflow through louvered alr-exchanger Inlets 
used during 1982 1ST. 
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Figure 4.- One-fiftieth-scale model of NFAC used in the present experimental 
investigation. 
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OPERATION OF 40- BY ~ I' SO-FOOT WIND TUNNEL 
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~ I OPERATION OF SO- BY 
~ ~ 120·FQQT WIND TUNNEL 
~ VS #7 IN OPEN 
POSITION 
1\ r--------..,---- --- -,----- --,,.--------, .. --
, I, .1 I 
I , I, VS #7 IN CLOSED, II 
I " I POSITION' 'I 
, I' ~ I' :1 
Figure 5.- Plan Vlew of southwest corner of NFAC, illustrating offset of three 
corner vanes and removal of four flaps from vane set No. 6 (which contalns a 
total of 57 vanes) to accommodate the inward swing of vane set No. 7 as it opens 
for 80 x 120 tunnel operatlon. Debris screen and structure on outside of build-
ing are not shown. 
33 
u. 
0 
w' 
c:: 
::::l 
l-
e:( 
c:: 
w 
C1. 
~ 
w 
I-
120 
110 
100 
90 
80 
70 
60 
(a) 
_AMBIENTOR 
OUTSIDE AIR 
O~----~----~-----L-----L----~ ____ -J 
110 
100 
~ 90 
w' 
c:: 
::::l 
l-
e:( 80 
a: 
w 
C1. 
~ 
w 
I-
70 
o 
AMBIENT 
20 
INITIAL TEMPERATURE 
OF TUNNEL 
40 60 80 100 120 
TIME, mm 
Figure 6.- Temperature-time data from full-scale facility that was used to determine 
thermal constants in heat equation. (a) Test 446, run 1: Ambient tempera-
tUre = initial tunnel temperature = 60°F; louvers and roll doors closed (rn = 0); 
qts = 120 Ib/ft2. (b) Test 446, run 2: Ambient temperature = 66°F; initial 
tunnel temperature = BO°F; louvers and roll doors open; qts = 11B Ib/ft2. 
3lJ 
u. 
o 
160 
140 
120 
w' 100 
en 
a: 
w 
a: 
::> 80 
I-
« 
a: 
w 
Il.. 
~ 60 
w 
I-
40 
20 
o 10 
--1974 CONSTANTS 
- CONSTANTS DETERMINED 
BY LEAST-SQUARES FIT 
m = 0 025 
----
m = 0.050 
---,;.;.;..-: 
--_ ..... :=-:==-= - - - - --
m = 0.10 
"------=-===-=== - --- - - ---------
20 30 40 50 60 70 80 100 
TEST TIME, mm. 
Flgure 7.- Comparlson of heating curves from two sets of constants. 
35 
14 
12 
MAXIMUM AIR-
10 
EXCHANGE RATE 
.. 
.... 
C 
G.I 
U 
... 
G.I 
Co 
w 8 
DESIGN POINT 
I- OF INLET DOOR ct 
a: .. 
w 
(!) 
Z 
ct 6 J: 
U 
X 
w 
a: 
ct 
4 
2 
o 2 4 .6 .8 1.0 1.2 1 4 1 6 
POWER APPLIED PLUS HEAT INPUT, Btu/sec X 10-5 
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Flgure 10.- Temperature profiles across test section through centerline of tunnel; 
qts ~ 57 lb/ft2. 
38 
15 
10 
5 
o 
~ 10 
:::> 
~ 
W 5 
a: 
Q. 
(J 
:!! 0 
« 
~ 15 
c 
10 
5 
NORTH WALL INLET 
OPEN (m = 0.1) 
COURTYARD INLET 
OPEN (m = 0.1) 
INLETS CLOSED (m =0) 
o~--------------------------------~ COURTYARD 
WALL 
NORTH 
WALL 
Figure 11.- Profiles of dynamic pressure across tunnel on horizontal plane through 
centerline of tunnel 1 in. downstream of inlets; qts = 57 lb/ft2. No screens or 
superstructure over proposed contoured inlets. Records are offset to clarify 
changes in curve shapes. 
39 
N 
-= ........ ~ 
r:i 
w 
a: 
::> 
(I) 
(I) 
w 
a: 
Q. 
u 
~ 
<t 
Z 
> C 
15 
10 
5 
15 
10 
5 
0 
10 
5 
15 
10 
5 
BOTH INLETS 
OPEN (m = 0.102) 
NORTH INLET 
OPEN (m = 0.103) 
COURTYARD INLET 
OPEN (01 = 0.1) 
INLETS CLOSED 
(m= 0) 
o~----------------------------------COURTYARD 
WALL 
WEST 
WALL 
Flgure 12.- Profiles of dynamic pressure across tunnel on horlzontal plane through 
centerline of tunnel just upstream of vane set No.5; qts ~ 56 lb/ft2. 
40 
N"' 15 ~ 
.c 
W· 
a: 10 
::J 
~ 
w 
a: 5 
Q. 
o 
:!: 
COURTYARD EXCHANGER 
OPEN (m = 0.1) 
\~~---.... 
~ O~-----------------------------------z 
> o 
COURTYARD 
WALL 
OUTSIDE 
WALL 
Figure 13.- Variation of dynamic pressure across wind-tunnel channel just upstream 
of vane set No. 5 for three air-exchange configurations. 
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Figure 17.- Pressure difference across north and south walls of 40 x 80 tunnel for 
various exhaust conflgurations, using only the courtyard inlet as a functlon of 
percent air exchange. Data from full-scale 1ST (solid symbols) and from 
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57 
25 
.::: 
6 
z 
~ 20 ~ ~g 
o _-
~ --Z _-
~15 -~-7 
..J ..".-
<{ !:r-U ~ . _....;,,1J lEAST.SQUARES FIT /0 
:l 10 ~ 
w 
z 2·0 POTENTIAL FLOW 
~ CODEWITH UNlFORM 
C3 5 UPSTREAM VELOClTY 
en 
~ 
..J 
:l 
LI. 
o 2 .4 .S .8 10 12 
y------ ---(-
14 
1/50TH·SCALE TEST 
DATA, rpm 
Q SOOO 
o 6000 
D. 5000 
'\l 4000 
FLAGGED SYMBOLS 
FANSNO 1 AND 4 
STALLED 
I UNCERTAINTY 
1.6 1.8 2.0 
Figure 3T.- Posltion of inlet door when permitted to swing freely, as if no hinge 
moment (neutral point), for various wind tunnel operating conditions. 
800 
..Q/"'.., 
- -~ :c 
a:: 
0 
0 
0 
u--~-__ 
SOO -"'0 __ 
-__ 2·0 PREDICTION 
--"0_ CORRECTED FOR 
--.... ZERO MOMENT AT 193' 
' .... 
-""0.... 
..... 
" 
400 
z 
0 c 
l- e. 
Z I 
W E :2E .., 
0 ra 
:2E e. 
w 
' .... 
.... "'0 
................ , 
200 
Or---------------------------------~--------------------~~ .... ---
.... 0 
" Z 
:I: 
-200 
-400~------------~------------~------------~------------~---
o 5 10 15 20 
FULL·SCALE INLET DOOR OPENING, ft 
Figure 32.- Predicted and adjusted h~nge moment on inlet door as a functlon of door 
openlng; estimates are based on data from 1/50-scale model of tunnel; 
Pn = -64 Ib/ft2. 
58 
TUNNEL 
160 FLOW .. ~ 
'}..o' 
120 ,,,,r~i~N'NG ~ 
N 
.... DOOR GEOMETRY !:!:::. 
.0 
N 80 
Q. 
I 
.... 
Q. 
a: 40 0 
0 
0 
CI) 
CI) 
0 0 a: 
u 
<t 
w 
a: 
::J 
-40 ~ 
w 
a: 
Q. 
-80 
-120~ ______ ~ ______ ~ ____ ~~ ____ ~~ ____ ~ ______ ~ ______ ~~ 
o 5 10 15 20 25 30 35 
DISTANCE ALONG DOOR SURFACE FROM HINGE, ft 
Figure 33.- Pressure differential across inlet door for several opening dlstances; 
Pn = -64 Ib/ft2. 
59 
N 
~ 
:8. 
-240 
-200 
-160 
E -120 
... 
cu 
Q, 
I 
en 
Q, -80 
-40 
o 
--
o 
5' OPENING /-, 
TUNNEL 
FLOW 
/ , 
/', -------------- - -/ .... _-----
-" 
,," 
5 
/ 
/ 
",,/ 
10 1.!i 20 25 30 
DISTANCE ALONG SURFACE, S, ft 
45 90 135 
ARC LENGTH, (), deg 
180 
35 40 
Figure 34.- Pressure on cowl and wall near inlet door openlng as a functlon of 
dlstance along the surface when Pn = -64 Ib/ft2. 
60 
-200 
N 
:E. 
.0 
...J' -160 
:J: 
o 
u 
z 
o 
~ -120 
a: 
c 
w 
a: 
=:l 
~ -80 
w 
a: 
Q. 
:E 
=:l 
:E 
X -40 
« 
:E 
o 
+ :.. 
+ 
I I 
~ 4.3' 5' RAD. 
---1..-----1 
LOCATION OF 
PEAK PRESSURE 
5' RAD. I 
I • x 
L-______ ~~ ________ L_ ________ ~ ________ ~ ________ ~ ________ ~~x 
5 10 15 20 25 30 
DISTANCE ALONG FAIRING, ft 
Figure 35.- Value of lowest pressure on horizontal cowl as a function of distance 
from outside edge of fairing when pressure in tunnel, Pn = -64 lb/ft2. Pressure 
distributions on horlzontal fairings are simllar to those on vertlcal falring but 
of decreasing magnitude as indicated above. 
61 
10' 
N 30 
~ 
U .D 20 ~ w' 
« a: Z :::> 10 > CI) 
0 CI) w 
a: 
a.. 0 
( 
( 
( 
I 
~ 
COWL INLET SCREEN l 
----------------_~ __ J 
5 10 15 20 25 
ft 
o 
.... 
....... ---I_--L---IU 0 
30 20 10 
DYNAMIC 
PRESSURE,lb/ft2 
Figure 36.- Dynamic pressure distribution at locatIon planned for debrIs screen 
which IS to cover inlet, Pn = -64 lb/ft2. 
62 
1 Report No I 2 Govemment Accession No 3 Recipient's Catalog No 
NASA TM-88192 
4 Title and Subtitle 5 Repon Date 
AERODYNAMIC CHARACTERISTICS OF AN AIR-EXCHANGER January 1986 
SYSTEM FOR THE 40- BY 80-FOOT WIND TUNNEL AT 6 Performing Organilltion Code 
AMES RESEARCH CENTER 
7 Authorjsl 8 Performing Organization Report No 
Vernon J. Rossow, Gene I. Schmidt, Larry A. Meyn, A-86036 
Kimberley R. Ortner, Robert E. Holmes 10 Work Unit No 
9 Performong Organization Name and Address 
Ames Research Center 11 Contract or Grant No 
Moffett Field, CA 94035 
13 Type of Repon and Period Covered 
12 Sponsorong Agency Name and Address Technical Memorandum 
National Aeronautics and Space Administration 14 Sponsorong Agency Code 
Washington, DC 20546 505-60-21 
15 Su pplementary Notes 
Point of Contact: Vernon J. Rossow, Ames Research Center, MS 247-1, 
Moffett Field, CA 94035 (415) 694-6681 or FTS 464-6681 
16 Abstract 
A 1/50-scale model of the 40- by 80-Foot Wind Tunnel at Ames Research 
Center was used to study various air-exchange configurations. System com-
ponents were tested throughout a range of parameters, and approximate ana-
lytical relationships were derived to explain the observed characteristics. 
It was found that the efficiency of the air exchanger could be increased 
(1) by adding a shaped wall to smoothly turn the incoming air downstream, 
(2) by changing to a contoured door at the inlet to control the flow rate, 
and (3) by increasing the size of the exhaust opening. The static pressures 
inside the circuit then remain within the design limits at the higher tunnel 
speeds if the air-exchange rate is about 5% or more. Since the model is 
much smaller than the full-scale facility, it was not possible to completely 
duplicate the tunnel, and it will be necessary to measure such characteris-
tics as flow rate and tunnel pressures during implementation of the remod-
eled facility. The aerodynamic loads estimated for the inlet door and for 
nearby walls are also presented. 
17 Key Words (Suggested by Author(s" 18 Dlstrobutlon Statement 
Wind tunnel design Unlimited 
Air exchanger systems 
Subject category - 02 
19 Securoty Oasslf (of thIS reportl /20 Securoty C1asslf (of thiS pagel 121 No of Pages 22 Price· Unclassified Unclassified 69 A04 
·For sale by the National Technical Information Service, Sprlngfl8ld, Virginia 22161 
End of Document 
